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$16,312
The Whole Home Estimate Explained:   You will notice that if you add up

every item on your report, the total will never match the Whole Home
Estimate total. Why? By using custom calculations we work out not only

the individual cost to fix each item, but also the projected cost if ONE
contractor per trade were to visit the property and fix all the items at one

time. Don't worry, your report is not incorrect and the prices are not meant
to match the totals.

Electrician $6124

HVAC $4855

Carpenter/Handyman $2135

Insulation $871

Roofing $807

Concrete Contractor $717

Vents $666

Plumber $485

Painter/DryWall $460

Glass $428

Landscaper $301

Tub Repair/Replace $256

Garage Door $154

Appliance $123
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# Item Pg Action Projected

CARPENTER/HANDYMAN. 

1 Flashings KICKOUT FLASHING MISSING FRONT LEFT SIDE I saw one or more locations on the roof edge where kick-out ashing was

missing.  Kick-out ashing is critical anywhere a roof edge intersects with an exterior wall and the wall continues past the gutter. 

15 Install at roof to wall sections noted. $246

2 Doors DOOR DRAGS 2ND FLOOR BATHROOM Door is dicult to open because it drags the oor.  I recommend evaluation and repair

by a licensed contractor. 

41 Adjust noted doors to operate correctly. $172

3 Doors DOOR HARDWARE MISSING THUMB LATCH MISSING 2 LOCATIONS At the time of the inspection I observed one or more

doors that were missing hardware.  I recommend new hardware be installed. 

41 Install or repair hardware in noted locations. $172

4 Steps, Stairways & Railings OPEN STAIRWAY BASEMENT  - At the time of the inspection I found a stairway that was open.  It did not

have adequate balusters or railings to protect against falls (think children and elderly).  I recommend a qualied professional to add

necessary railings and/or balusters. 

42 Install decorative filler pieces at handrail to minimize gaps and

improve child safety. 

$359

5 Steps, Stairways & Railings HANDRAIL NOT GRASPABLE BASEMENT STAIRS  At the time of the inspection I observed a handrail

that was not graspable.  This presents a fall risk.  I recommend a qualied professional to install a safe handrail according to the diagram

above. 

42 Install graspable cap in noted areas. $413

6 Steps, Stairways & Railings HANDRAIL MISSING, PARTIAL MAIN STAIRS - At the time of inspection, the staircase pictured here had

only a partial handrail.  This presents a safety hazard.  I recommend a qualied professional install an additional handrail. 

42 Install hand rail in noted areas. $461

7 Steps, Stairways & Railings HANDRAIL LOOSE BASEMENT STAIRS  At the time of the inspection the hand railing was loose.  The

fasteners need to be replaced or tightened.  I recommend a qualied professional to repair. 

43 Secure and repair as needed. $312

Sub-Total (Carpenter/Handyman). $2,135

ELECTRICIAN. 

8 Service Entrance Conductors and Grounding SERVICE CONDUCTOR LOOSE 2ND FLOOR REAR  - I observed that the main service

conductor was not attached securely to the house.  This is a safety hazard.  I recommend that a qualied professional attach the

conductor properly. 

25 Service call to fix noted items. $117

9 Main Distribution Panel GROUNDING CONNECTOR DISTANCE TOO FAR BASEMENT  Main panel ground wire was not connected

close enough to the plumbing water line.  A main ground wire should be within 5 feet of where the water line goes into ground. 

Inadequate grounding may result. 

62 Service call to bond noted items and improve safety. $226

10 Main Distribution Panel MISSING KNOCKOUT(S) MAIN ELECTRICAL PANEL I observed one or more missing or improperly adapted

electrical knockout(s) at the main panel.  This presents an opportunity for accidental shocks (think of children), provides an opening for

hot sparks to escape, and provides an opening for pests that could result in damage to the wiring. 

63 Service panel as needed to improve safety. $123

11 Main Distribution Panel MISSING PANEL COVER SCREWS MAIN ELECTRICAL PANEL Safety issue - At the time of the inspection

there were one or more panel cover screws missing.  A loose cover panel can be a safety hazard.  I recommend a qualied professional

to install new screws at appropriate locations. 

63 Trip charge to secure with blunted screws to improve safety. $119
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12 Main Distribution Panel OLDER MAIN PANEL BASEMENT  At the time of the inspection, the main distribution panel was past the

recommended useful life.  Electrical panels are considered continuous use appliances because they are always on.  They experience

daily heating and cooling of their components.  As such, they should be replaced periodically. 

64 Remove Zinsco Sylvania panel and install a panel up to code. $3,075

13 Branch Wiring OLD STYLE DISCONNECT BASEMENT I observed an old style disconnect box with fuse breakers.  These boxes are

outdated.  I recommend a qualied professional to replace these boxes. 

64 Install main disconnect to improve safety. $1,538

14 Receptacles OPEN GROUND (3-PRONG) REPRESENTATIVE LOCATIONS BASEMENT  3-slot receptacles (outlets) were installed in

one or more rooms without a ground wire hookup.  An open ground is when you have a three-prong receptacle that is not connected to

an equipment grounding conductor. 

65 Repair outlet to improve safety. $130

15 Receptacles GFCI OUTLET(S) PROTECTION MISSING 2 LOCATIONS  I found GFCI protection was missing in one or more locations

where Ground Fault protected outlets should be installed.  A GFCI device protects against electric shocks from electrical devices used

in damp areas of the home. 

66 Budget to install GFCI in all noted required areas to improve

safety. 

$666

16 Switches SWITCH INSTALLED IN A WET AREA 2ND FLOOR BATHROOM *Safety issue* -- I observed one or more switches that

were installed too close to a water source.  This presents a shock hazard.  I recommend a licensed electrician to determine if the switch

is connected to a working GFCI breaker or needs to be relocated. 

66 Fault find and repair as needed. $130

Sub-Total (Electrician). $6,124

PAINTER/DRYWALL. 

17 Wall and Ceiling Structure MASONRY WALL CRACKS - MINOR GARAGE I observed cracking in the interior masonry wall.  At the time

the cracking did not appear to compromise the structure however, I recommend monitoring the wall for further movement as well as

having a qualied professional evaluate to determine if repairs are necessary. 

32 Patch areas of Sheetrock and paint areas noted throughout report,

including loose tape. 

$460

Sub-Total (Painter/DryWall). $460

PLUMBER. 

18 Toilets, Fixtures, Faucets ACTIVE DRIP LAUNDRY SINK At the time of the inspection I observed an active water drip at the plumbing

xture pictured here.  I recommend a qualied professional evaluate and repair the drip. 

56 Repair and service fixtures noted. $178

19 Toilets, Fixtures, Faucets ACTIVE DRIP LAUNDRY SINK At the time of the inspection I observed an active water drip at the plumbing

xture pictured here.  I recommend a qualied professional evaluate and repair the drip. 

57 Pricing in adjacent defect. 

20 Toilets, Fixtures, Faucets ACTIVE DRIP 2ND FLOOR BATHROOM TUB At the time of the inspection I observed an active water drip at

a plumbing xture.  I recommend a qualied professional evaluate and repair the drip. 

58 Repair leakage as needed to prevent damage. $154

21 Toilets, Fixtures, Faucets TUB, SLOW DRAIN 2ND FLOOR MASTER BEDROOM At the time of the inspection the sink was draining

slowly.  There may be an obstruction in the drain line.  I recommend a qualied professional to evaluate and repair in order to open the

drain. 

59 Service as needed to make improvements. $153

Sub-Total (Plumber). $485
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HVAC. 

22 Heat System GENERAL ELECTRIC FURNACE REACHED THE END OF ITS LIFE BASEMENT A central heating or cooling system

that truly bears the name "General Electric" (GE) can be assumed as very old and has exceeded the estimated useful service life. 

General Electric is no longer manufacturing central heating and cooling systems. 

47 Budget to install new furnace. $4,583

23 Heating equipment furnace short cycling basement at the time of the inspection, the furnace appeared to be short cycling.  This

condition can be identied by an intermittent turning on and then o.  The result is that it never reaches its steady ring function.  I

recommend a qualied professional to evaluate and repair. 

47 Adjust clean and inspect units for correct operation. $272

Sub-Total (HVAC). $4,855

ROOFING. 

24 Skylights, Chimneys & Roof Penetrations CHIMNEY CAP MISSING CHIMNEY The chimney(s) pictured here did not have a cap.  The

absence of a chimney cap can lead to potential damage to the chimney and allow moisture to penetrate into the home causing damage

to wood and ceilings and walls. 

15 Install on chimney to prevent water intrusion, nesting and to

improve safety. 

$564

25 Skylights, Chimneys & Roof Penetrations PLUMBING BOOT CRACKED REAR ROOF The rubber/vinyl collar around a plumbing vent

was cracked.  Moisture can penetrate and cause damage.  I recommend evaluation and replacement by a qualied professional. 

16 Repair as needed to prevent moisture intrusion. $243

Sub-Total (Roofing). $807

LANDSCAPER. 

26 Vegetation TREE TOO CLOSE TO HOUSE LEFT SIDE REAR At the time of the inspection there was a tree(s) that was growing too

close to the house.  Potential damage to the foundation, siding or roof may result if this tree is not removed.  I recommend a qualied

professional to trim or remove the tree. 

25 Cut back branches and remove debris from structure. $301

Sub-Total (Landscaper). $301

INSULATION. 

27 Insulation Unnished Areas INSULATION BELOW CURRENT STANDARDS ATTIC At the time of the inspection, the R-value of the

insulation in the attic was between 13 and 30.  Todays standard for new construction calls for R-49.  Energy savings can be captured

by bringing the R-value up to todays standards. 

35 Install attic insulation to R38 value. $871

Sub-Total (Insulation). $871

GARAGE DOOR. 
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28 Exterior Doors GARAGE DOOR NO SPRING SAFETY CABLES GARAGE  At the time of the inspection the garage door was not

equipped with safety cables attached to the springs.  Serious injury could result if the springs were to break.  I recommend a qualied

professional to evaluate and install safety cables. 

24 Repair or replace as needed to improve safety. $154

Sub-Total (Garage Door). $154

APPLIANCE. 

29 Washer/Dryer RUBBER WASHER HOSES AT WASHER At the time of the inspection the washer supply lines were rubber hoses.  This

type of supply line is subject to bursting unannounced.  I recommend a qualied professional to upgrade to braided steel hoses. 

70 Replace with braided as needed. $123

Sub-Total (Appliance). $123

CONCRETE CONTRACTOR. 

30 Driveways DRIVEWAY CRACKING -MODERATE DRIVEWAY At the time of the inspection the driveway showed signs of moderate

cracking.  In order to maintain a serviceable surface, the driveway should be free from cracking and maintained with top coating. 

22 Fill gaps with MP1 sealer to prevent water intrusion. $256

31 Walkways CONCRETE CRACKING -MODERATE FRONT WALKWAY At the time of the inspection the walkway showed signs of

moderate cracking.  In order to maintain a safe and serviceable surface and to avoid water penetration, walks and steps should be

maintained free from cracking. 

23 Pricing in adjacent defect. 

32 Walkways TRIP HAZARD FRONT WALKWAY  I observed an uneven walking surface.  One or more trip hazards were observed.  A

dierential of 1" or more presents a safety hazard and should be addressed immediately.  I recommend evaluation and repair by qualied

professional. 

23 Grind down trip hazard to improve safety and fill cracks with MP1

caulk. 

$461

Sub-Total (Concrete Contractor). $717

TUB REPAIR/REPLACE. 

33 Sinks, Tubs, Showers CHIPPED TUB 2ND FLOOR BATHROOM At the time of the inspection I observed a chip on the tub.  This

appears to be a cosmetic defect.  I recommend a qualied professional to evaluate repair the defect. 

59 Make repairs as needed. $256

Sub-Total (Tub Repair/Replace). $256

VENTS. 

34 Ventilation Openings Attic ATTIC VENTILATION MINIMAL ATTIC At the time of the inspection the attic ventilation was minimal.  This

can result in excessive heat build up in the attic and can signicantly reduce the life of the roof shingles.  It can also allow for excessive

mold build up that can result in mold growth. 

35 Make improvements to promote airflow and prevent moisture build

up. 

$666
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Sub-Total (Vents). $666

GLASS. 

35 Exterior Doors MISSING GLASS GARAGE DOOR At the time of the inspection, there was glass missing in one or more exterior doors. 

I recommend repair or replacement of the glass or door in order to return the door to its original condition. 

24 Change out broken glass to improve efficiency. $428

Sub-Total (Glass). $428
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# Item Pg Action ProjectedThank you for choosing Repair Pricer

About Repair Pricer

Repair Pricer is the industry standard for converting inspection
reports into accurate repair estimates during the complex
home purchasing process, enabling all parties to act quickly
and confidently during a critical period. Repair Pricer saves
time and reduces stress for everyone when it matters most.
To learn more about Repair Pricer, visit www.repairpricer.com

It is important you understand that the service provided by RepairPricer.com is purely for estimation and negotiation purposes. We do not guarantee that the prices we estimate for repairs on your report are the same that you will end

up paying for that specific repair. Our pricing is based on the average cost for a similar repair in your area, and due to unknown factors or underlying issues that we are not privy to, actual repair cost may be substantially higher.
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